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Single-Phase Isolation / Split-Phase Secondary

480V PRIMARY 120/240V SECONDARY
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Connection Line terminals Link / neutral

Primary 480V H1 - H2 No primary links

Secondary 120/240V L1: X1; L2: X4 Join X2 and X3 for neutral

120V loads X1 - N or X4 - N Balance loads between legs

Equipment ground Enclosure grounding point Bond per installation requirements

Rated output: 3 kVA total. Maximum current is 12.50A at 240V and in each 120V leg. Each 120V half winding is rated 1.5 kVA. This
connection provides simultaneous 120V and 240V output.

Connection design uses the GP103 terminal convention. Verify terminal markings against the supplied unit nameplate before installation. H identifies
the primary input; X identifies the isolated secondary output.


